APPENDIX E
Photographs of Water, Wastewater, and Power Features  
Site Visits Conducted  
January 19 – January 21, 2009

Greycliff Eastbound (EB) Site

Photo 1. Old Greycliff EB well head.
Photo 2. Sewer drain field at west edge of Greycliff EB site.

Photo 3. Septic Tank for Greycliff EB.
Photo 4. Looking north the Greycliff EB sewer drain field.

Photo 5. Power source located outside fence at Greycliff EB site.
Greycliff Westbound (WB) Site

Photo 6. New Greycliff EB well head.

Photo 7. Power source for Greycliff WB.
Photo 8. Pressure Tank
Photo 10. Water and Sewer Plumbing
Photo 12. Greycliff WB well head.
Photo 13. Sewer drain field location and markings for Greycliff WB.

Photo 14. Septic Tank
Custer Eastbound (EB) Site

Photo 15. Well head for Custer EB.

Photo 16. Sewer drain field for Custer EB
Photo 17. Water and Sewer Plumbing for Custer EB
Photo 18. Air valves for toilet operation.
Custer Westbound (WB) Site

Photo 19. Pressure tanks for Custer EB.

Photo 20. Well head for Custer WB.
Photo 21. Water and Sewer Plumbing for Custer WB.
Hysham Eastbound (EB) Site

Photo 24. Sewer drain field location and markings for Hysham EB.
Photo 25. Power source for Hysham EB site.

Photo 26. Location of well head, septic tank and power outlet in relation to fence and picnic tables for Hysham EB.
Photo 27. Hysham EB power outlet for dosing pumps. Well head in background.

Photo 28. Septic tank and dosing chamber for Hysham EB.
HYSHAM WESTBOUND (WB) SITE

Photo 29. Water and Sewer Plumbing for Hysham WB.
Photo 30. Power supply for Hysham WB.

Photo 31. Hysham WB well head.
Photo 32. Septic tank for Hysham WB.

Photo 33. Sewer drain field location and markings for Hysham WB.
Hathaway Eastbound (EB) Site

Photo 34. Power source for Hathaway EB.

Photo 35. Underground propane tank at Hathaway EB.
Photo 36. Septic tank at Hathaway EB.

Photo 37. Green grass over drain field for Hathaway EB.
Photo 38. Sewer drain field location and markings for Hathaway EB.

Photo 39. Well head for Hathaway EB.
Hathaway Westbound (WB) Site

Photo 40. Heating unit for Hathaway WB.
Photo 41. Water and sewer plumbing at Hathaway WB.
Photo 42. RO unit at Hathaway WB.
Photo 43. Sewer vent and sewer manhole for Hathaway WB.

Photo 44. Sewer drain field location and markings for Hathaway WB.
Photo 45. Well head for Hathaway WB.

Photo 46. Underground propane tank for Hathaway WB.